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External Timber Frame Wall Type 01.
Please refer to Section A-A for wall
build up details

Internal Walls to comprise 90mm timber
stud partition walls at 600mm C-Cs with
acoustic mineral wool between. 9mm
OSB board and 12.5mm acoustic
plasterboard and skim finish eitherside.

Internal Wall stud partition thickness to
be designed by Timber Frame
Specialist (TBC). Internal build up to
comprise 9mm OSB and 12.5mm
acoustic plasterboard and skim finish.

Internal Walls to comprise 90mm timber
stud partition walls at 600mm C-Cs with
acoustic mineral wool between. 9mm
OSB board and 12.5mm acoustic
plasterboard and skim finish eitherside.

Internal Walls to comprise 90mm timber
stud partition walls at 600mm C-Cs with
acoustic mineral wool between. 9mm
OSB board and 12.5mm acoustic
plasterboard and skim finish eitherside.

Internal Walls to comprise 90mm timber
stud partition walls at 600mm C-Cs with
acoustic mineral wool between. 9mm
OSB board and 12.5mm acoustic
plasterboard and skim finish eitherside.

Internal Wall stud partition thickness to
be designed by Timber Frame

Specialist (TBC). Internal build up to
comprise 9mm OSB and 12.5mm

acoustic plasterboard and skim finish.

1500mm x 1500mm level threshold
concrete platform with level threshold
drain to door. Ramp to be 1 in 12
gradient as per Approved Doc M. 50mm
concrete edging upstands. Please refer
to external works site plan for details of
paths and ramps and surface finishes.

For each class room and staff room:1800mm
long laminate worktop at 900mm high with
stainless sink and single lever mixer tap.
Contractor to provide cupboard space below
with white gloss kitchen doors and plinth and
side panel. Doors to be lockable with 2no.
shelves within. Splashback above worktop
(see wall details).

Class rooms to have 2400mm high
1800mm wide wardrobes with lockable
doors. Multiple shelf options within (for
general classroom equipment storage).

Level threshold access shower with 1 in
20 falls. Grab rails and support bars.

Doc M pack wc and whb. Contractor to
liaise with client as to bed facility.

 Grab rails and support bars. Doc M
pack wc and whb.

 Grab rails and support bars. Doc M
pack wc and whb.

Contractor to allow
for worktop

Contractor to allow for Armitage Shanks
wc and whb with single lever tap for
Staff toilets 01 and 02 and Wc 01.
Above ground drainage to be boxed in
to all wc/s.
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Land Adj. Stubbin Wood Nursery,
Burlington Avenue, Langwith Junction,
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Notes:
All works to be carried out in accordance with the current Building Regulations, British
Standards and Codes of Practice and to the satisfaction of the Building Control Body. All
dimensions are to be checked on site prior to the commencement of the works. Any
discrepancies to be reported prior to the commencement of the relevant works.Please note that
paper prints of this drawing may not be an accurate reproduction of the given scale.
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