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22mmØ MCW IN CEILING VOID TO
FEED WATER HEATER & COLD
WATER SERVICE CONNECTIONS
15mmØ CONNECTION TO WATER
HEATER & 22mmØ TO MCW
DISTRIBUTION

22mmØ MCW & 15mmØ HWS
DROP TO LOW LEVEL

22mmØ MCW IN DROP TO LOW
LEVEL TO FEED WATER HEATER &
COLD WATER SERVICE
CONNECTIONS. 15mmØ
CONNECTION TO WATER HEATER
& 22mmØ TO MCW DISTRIBUTION
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15mmØ MCW QUICK FILL
CONNECTION TO HEATING SYSTEM
VIA REMOVABLE FLEX & DOUBLE
CHECK VALVE

INCOMING 32mmØ MDPE MCW
CONVERT TO 28mmØ CU, FIT SC,
DC & WATER METER IN VERTICAL

28mmØ MCW EXIT PLANTROOM
TO DISTRIBUTE THROUGHOUT
BUILDING
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